4 * EXCESS PRESSURE RELIEF
18" 19" 12 L (OR AT INSP. TEST)

CLEAR ’_CER,(

TO SPRINKLER SYSTEM

WATER MOTOR

CLEAR 4 GONG
4 < WATER FLOW SWITCH
- 4 (MUST TIE INTO A
< A ALARM VALVE WITH CENTRAL STATION)

FDC CHECK VALVE

o . GAUGES AND RETARD
4.’ | o
- 4"| APPROVED RPZ ASSEMBLY \

SPRINKLER VALVE TRIM AREA

“« | (18" CLEARANCE ON SIDES)
- | (MOUNT HORIZONTAL ONLY
APPROACH CLEARANCE 4
.-4 TAMPER SWITCH
TOP VIEW CLASS 350 FLANGED . 10 FDC
I DIP FITTING - 0 o
~_ | (18"-36" ABOVE
4 FINISHED GRADE)
-4
REDUCER OR

NOTES:

REDUCER ELBOW

— SPRINKLER RISER SHALL BE INSIDE BUILDING

T “\ BALL DRIP VALVE
— ACCESS SHALL BE PROVIDED FROM EXTERIOR 12" MIN. MAIN DRAIN

OF BUILDING AND LOCK SHALL BE KEYED TO MINIMUM (2) 3/4" ROD _ CLEAR TO OUTSIDE
BRUNSWICK COUNTY STANDARD LOCK (STAINLESS STEEL RODS,_____ | .
BOLTS, AND WASHERS Y

OR MEGA-LUG)

\_PIPE STAND

(TYP)

D.I. PIPE

MINIMUM (2) 3/4" ROD CONCRETE THRUST BLOCK

(STAINLESS STEEL RODS;
BOLTS, AND WASHERS)

SECTION "A—A"
_f|/1_,/_
K
A
TO SPRINKLER RISER ’
—0 Q 4 FIRE DEPARTMENT SIDEWALK
TYPE SIAMESE CONNECTION
T 4 STANDARD 4 MANHOLE RING AND COVER. 0" MIN
NOTE: COVER SHOULD BE LABELED WATER. ~—— = o s
MECHANICAL JOINTS 3o S =07 MAX.
(TYPICAL) K
\H FINISHED GRADE 6" X 18" CONCRETE NO PARKING IN
| LSLEEVE FRONT OF FDC.
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MINIMUM . MECHANICAL
s~ CHECK VALVE W/BALL JOINTS
DRIP AND CONCRETE
SUPPORT __Y

—— 1/4” PER FOOT SLOPE
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—— 4" D.l. PIPE
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= L MINIMUM (2) 3/4" RODS W/ T[N == CRUSHED STONE
==E BITUMINOUS COATING (TYP.) A

NOTES:

1) ALL SIAMESE CONNECTION’S MUST BE WITHIN 50 FEET OF A FIRE HYDRANT OR APPROVAL
OTHERWISE BY THE FIRE MARSHALL.

2) SIAMESE CONNECTION CAN BE ATTACHED TO BUILDING.

CHECK VALVE W/ BALL DRIP NOT REQUIRED IF SIAMESE CONNECTION
IS TIED DIRECTLY TO THE BUILDING.

CURB SIDE FIRE DEPARTMENT CONNECTION
DE TAIL W=16

/ Revisions \

COUNTY OF BRUNSWICK

GENERAL WATER DETAILS
FOR
NORTH CAROLINA
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